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BUILDING INFORMATION
GROSS AREA

GROUND FLOOR: 22,025 S.F.
SECOND FLOOR: 22,025 S.F.
TOTAL: 44,050 S.F.

UNIT BREAKDOWN

TOTAL UNITS: 69  

MEMORY CARE: 15
UNIT A: 13 (317 S.F.)
UNIT B: 2 (400 S.F.)

ASSISTED LIVING 54
UNIT A: 38 (317 S.F.)
UNIT B: 2 (400 S.F.)
UNIT C: 3 (754 S.F.)
UNIT D: 3 (332 S.F.)
UNIT E: 1 (587 S.F.)
UNIT F: 1 (474 S.F.)
UNIT G: 6 (355 S.F.)
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EXTERIOR LOADBEARING  - 1 H.R. PER UL# 356

1. MANUFACTURED STONE VENEER OR PLANK SIDING PER ELEVATIONS
2. 1/2" MORTAR SETTING BED AT STONE VENEER AREAS
3. FLUID APPLIED AIR BARRIER
4. 1/2" APA RATED SHEATHING
5. 2X6 LOADBEARING STUD WALL WITH FIBERGLASS BATT INSULATION
6. 5/8" TYPE 'X' GYP. BOARD

INTERIOR NON-RATED PARTITION

1. 5/8" GYP. BOARD EACH STUD FACE
(MOLD RES. @ WET LOCATIONS)
2. WOOD STUD

(D1): 2X4
(D2): 2X6

2

1

1

A

D1
5

6

INTERIOR 1 HR PER UL 305

1. 5/8" TYPE 'X' GYP. BOARD EACH STUD FACE
(MOLD RES. @ WET LOCATIONS)
2. STUD WALL WITH MINERAL WOOL BATTS

(B1): 2X4
(B2): 2X6

B1

MASONRY WALL 2-HR FIRE RATING UL# U905

1. 7 5/8" CONCRETE MASONRY UNIT (AT
ELEVATOR ), CONTINUE THROUGH FLOOR AND
CEILING ASSEMBLY TO TOP OF SHAFT.

1

F
INTERIOR SINGLE SIDED CONSTRUCTION

1. 5/8" GYP. BOARD * MOLD RES. @ WET LOCATIONS
2. (E1) - 2X4 STUD WALL
    (E2) - 2X6 STUD WALL
    (E3) - 7/8" HAT-FURRING CHANNEL
3. OTHER WALL CONSTRUCTION

2
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INTERIOR 1 HR UL 311 w/ STC RATING 50

1. 5/8" GYP.BD TYPE 'X' EACH STUD FACE (MOLD
RES. @ WET LOCATIONS)
2. 1/2" RESILIENT CHANNEL 25 GA. MIN.. PLACE ON
SAME SIDE OF UNIT DIVIDING WALLS CONSISTENTLY
AND ON CORRIDOR SIDE OF CORRIDOR WALLS.
3. STUD WALL WITH MIN. 3"  MINERAL WOOL BATTS

(C1): 2X4
(C2): 2X6
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REFER TO STRUCTURAL DRAWINGS FOR SHEAR WALL LOCATIONS - ADD PLYWOOD TO FACE OF STUD PER STRUCT. DWGS
WALL RATING LEGEND

1-HR FIRE BARRIER
UL# 305 OR UL#311
RUN TO BOTTOM OF FLOOR/CEILING/ROOF ASSEMBLY

SMOKE BARRIER (1 HR FIRE BARRIER)
UL# 311
CONTINUOUS THROUGH FLOOR AND ROOF TO UNDERSIDE OF DECKING

2-HR FIRE BARRIER
UL# 905 (AT ELEVATOR ONLY)

NO RATING
RUN TO BOTTOM OF FLOOR OR ROOF ASSEMBLY ABOVE U.N.O.

FLOOR PLAN NOTES

1. ALL DIMENSIONS ARE TO FACE OF STUD UNLESS NOTED
OTHERWISE. "CLEAR" DISTANCE DENOTES CLEAR BETWEEN
FINISH WALLS.

6. PROVIDE AND INSTALL MOISTURE RESISTANT GYP.BD. ON ALL
WALLS AND CEILINGS IN BATHS, RESTROOMS, JANITOR
CLOSETS, AND FOR FULL HEIGHT OF ALL CABINET WALLS
WHERE SINKS ARE LOCATED.

3. MAINTAIN INTEGRITY OF PARTITION RATINGS WHERE
RECESSED EQUIPMENT OR FIXTURES ARE TO BE PLACED.

4. PROVIDE AND INSTALL INSULATION FULL HEIGHT OF ALL
INTERIOR AND EXTERIOR WALLS

5. CONTRACTOR SHALL MARK LOCATIONS OF PARTITIONS AND
DOORS ON FLOOR WITH PAINT/CHALK FOR REVIEW BY OWNER
AND ARCHITECT PRIOR TO THE INSTALLATION OF STUD SOLE
PLATE. REVIEW WILL BE FOR DESIGN INTENT ONLY
CONTRACTOR SHALL COORDINATE AND VERIFY ALL
LOCATIONS TO ENSURE PROPER FIT.

2. DO NOT SCALE DRAWINGS, WRITTEN DIMENSIONS GOVERN.
ALL PARTITION LOCATIONS, DIMENSIONS & TYPES, DOOR &
WINDOW LOCATIONS SHALL BE AS SHOWN ON PARTITION
PLAN IN CASE OF CONFLICT NOTIFY ARCHITECT; PARTITION
PLAN BY ARCHITECT SUPERSEDES OTHER PLANS.

7. GC SHALL PROVIDE IN-WALL BLOCKING FOR ALL MILLWORK
OVERHEAD UNITS. COORDINATE WITH MILLWORKER FOR
REQUIRED SIZE AND TYPE.

8. "HR" INDICATES WOOD HANDRAILS - MOUNT AT 2'-10" AFF

9. "WW" INDICATES A WINDOW WASH SPRINKLER AS GLAZING AT
RATED CORRIDORS

FIRE RESISTANCE RATING FOR BUILDING ELEMENTS (IBC TABLE
601)

STRUCTURAL FRAME: 1 HR
STEEL COLUMNS: SPRAY-ON PER FIREPROOFING PER UL# X752
PSL COLUMNS: (2) LAYERS 5/8" TYPE "X" GYP.BD PER IBC 721

BEARING WALLS: 1 HR PER UL# U305, U311 & U356

NONBEARING WALLS: 0 HR

SHAFT ENCLOSURE: 1 HR (SEE ABOVE)
2 HR (ELEVATOR) PER UL# U905

FLOOR/CEILING: 1 HR PER UL# L521, L569, L570
CEILING/ROOF: 1 HR PER UL# P522 & GA FC-5406
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CONCRETE SLAB ON GRADE -
BROOM FINISH W/ CONTROL
JOINTS HAND TOOLED. SLOPE
AWAY FROM BUILDING - TYP

ADHERED STONE
TAPERED COLUMN

NON-COMBUSTIBLE
INFILL INSULATION

1 HR CEILING FLOOR
ASSEMBLY - UL# L521

2X4 WOOD STUD WITH
5/8" GWB ON EACH SIDE

VENT. DUCT  (LESS THAN
100 SQ. IN.)

FIRE-CAULK ALL PENETRATIONS

FIRE-CAULK ALL PENETRATIONS

1 HR CEILING FLOOR
ASSEMBLY - UL# L521

TYPICAL TOILET CHASE PENETRATION DETAIL
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Type of Const.: Type VA Fully Sprinklered

Occupancy Class:  I-1

Fire Protection Systems:

Fire Alarm (NFPA 72)
Smoke Alarm
Sprinkler System (NFPA 13)
Fire Extinguishes (NFPA 10)
UL Rated Assemblies
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Dover Development Corporation
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Northshore Assisted Living

Tooles Bend Rd.
Knoxville, TN 37922
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No. Description Date

 1/4" = 1'-0"2 ENLARGED PLAN AT PORCH
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